As a result of small fault current, high level of noise and a large penetration of distributed generators (DG), in the neutral non-effectively grounded medium-voltage (MV) distribution networks, it is quite difficult to locate the faulted line section for single phase to ground faults. In this paper, using a technique based on synchronized measurements in distribution networks, a fault location method based on the analysis of the energy of the transient zero-sequence current in the selected frequency band (SFB) is proposed. The equivalent impedance of the distribution network with lateral branches is studied with an equivalent network, and the phase-frequency characteristics of the equivalent impedance are analyzed. The SFB, within which the transient energy of the faulty line section is larger than that of the healthy line sections is determined. A combined fault-section location criterion is proposed and the implementation scheme is illustrated with the distribution level phasor measurement units. Numerical simulations of the IEEE 34 node system and the field experiments of a 10kV distribution network validate the feasibility and effectiveness of the proposed method.
Location of Single Phase to Ground Faults in Distribution Networks Based on Synchronous
Transients Energy Analysis distribution networks, which exist in China, Japan and some of the European countries. The advantage is that the power supply can last for a certain time after the ground faults occur as the fault current is limited. However, it will deteriorate the insulation of the equipment, cause short circuit faults [2] , [3] and threaten the safety of people or property. Therefore, efficient and accurate fault identification and location are important for electric utilities.
Most of the current techniques for single phase to ground fault location are specified for the detection and identification of the faulty feeders. These methods can be roughly categorized into three groups.
1) Using the steady-state signal. The amplitude and phase difference of the fundamental frequency zero-sequence current are widely used to detect the faulty feeder [4] - [10] . In [11] , the 5 th harmonic current was extracted for faulty line selection [11] . The zero-sequence admittance was calculated using zero-sequence voltage and current to identify the faulty line and faulty line section in [12] . These techniques only use the steady-state signals suitable for the steady-state ground fault, the information in the very early stage of the fault is neglected. As a result, these methods are not reliable for the transient fault or the resonant grounded system.
2) Using the transient signal. The transient signal is less affected by the neutral grounding mode, which makes it has a wider potential application. It is efficient to use the zerosequence current travelling wave to detect the faulty feeder even when the fault resistance is high [13] , [14] . However, it is difficult to detect the faulty feeder when the voltage inception angle is near zero. The correlation analysis of the transient zero-sequence current waveform between the faulty and the healthy feeder was used for faulty feeder identification in [15] , [16] . The transient component of the zero-sequence current and voltage was used for calculating the transient energy of every feeder in [17] , which may be affected by the noise and lead to mis-judgement when the fault resistance is high. In [18] , using the wavelet packet transform method, the zerosequence currents of feeders were decomposed into different frequency bands and a selected frequency band (SFB) was utilized for faulty feeder detection. Artificial intelligence (AI) methods were reported in [19] , which largely depend on the reliability of the algorithms and the training database size. And it lacks of clear physical meaning and the high computational cost restrict the practical application of the AI techniques.
3) Active methods [20] , [21] - [24] . By injecting various frequency signals or controlling the compensation degree of the Peterson coil, the signals monitored in the faulty feeder are changed and the faulty feeder is detected. Different from the above methods, supplementary devices and extra operations are needed, which increase the potential risks and cost.
When the single phase to ground fault occurs in distribution networks, the fault signals are weak and heavily contaminated by noises, which makes it difficult to identify and locate the faults for industrial applications. The increasing penetration of the DGs and non-linear loads in the evolving active distribution networks further increases the difficulties. In [25] , a wide-area high-frequency impedance comparison method is proposed based on the high-frequency impedance model for DGs without knowing exact parameters of the distribution system. In [26] , the actual inverters' control strategies during faults of the photovoltaic (PV) power plants are considered, and the improved Bayesian compressive sensing algorithm is used to extract the fault characteristics and then locate the faulted node. The synchronous measurement can improve the effectiveness and feasibility of the above two methods. Besides, reliable power supply and high-speed restoration requirements have shown the need for an on-line and accurate fault location scheme. Therefore, the fault characteristics immune to noises and new centralized algorithms based on multi-measurements should be carefully studied. With the accessibility of the synchronized, low-latency and high-resolution measurement data from the distribution-level phasor measurement units (D-PMUs) [27] - [30] , the synchronized phasor and sampling data can be acquired at the distribution control center for further applications.
This paper proposes a new scheme to locate the faulted line section in a short time after the single phase to ground fault, which is especially designed for the neutral non-effectively grounded MV distribution networks. By analyzing the equivalent zero-sequence circuit for the single phase to ground fault in distribution networks, the SFB is studied within which the transient zero-sequence current is far greater than the noises. Then, the frequency range of the SFB for a general distribution network with lateral branches is determined based on the phase-frequency characteristics of the equivalent network. The transient energy of the monitored voltage/current component within the SFB is calculated for each feeder section, which shows that the faulty feeder section has the largest transient energy. It is proven that the polarities of the zero-sequence currents are opposite between the faulty feeder section and the healthy ones. A new criterion combining the above two characteristics is proposed and the settings are established to determine the faulty line section. The procedures for practical application are illustrated with the increasing emergence of D-PMUs.
The rest of the paper is organized as follows. Section II describes the determination of the frequency range of the SFB by analyzing the phase-frequency characteristics of the equivalent network. In Section III, a new criterion is proposed and the implementation of the new fault location scheme is illustrated. Section IV presents the testing results of the proposed scheme both with simulation data and the field data from fault experiments. Section V demonstrate the comparison results with three other methods. Conclusions are drawn in Section V.
II. PROBLEM FORMULATION

A. Phase-Frequency Characteristics of the Distribution Feeders
On the study of zero-sequence network of the neutral noneffectively grounded systems, there is no necessary to consider the effect of loads [21] . Furthermore, the primary sides of DG transformers are ungrounded [4] , hence the zero-sequence circuit of the distribution networks with DGs are the same as that without DGs. Consequently, when a single phase to ground fault occurs at the end of the feeder, the zero-sequence distributed parameter equivalent circuit of the neutral noneffectively grounded MV distribution system which contains one feeder, can be shown as in Fig. 1 . R 0 , L 0 and C 0 indicate per-unit-length zero-sequence resistance, inductance and capacitance, respectively;İ C0 i (i = 1, 2, . . . , N f − 1) is the equivalent zero-sequence capacitive current per-unit-length; U 0 andU f are the zero-sequence voltages at the bus and the fault point, respectively; R f is the fault resistance;İ 0 andİ f represent the zero-sequence currents to the bus and through the fault point (for metallic ground fault, R f = 0 andİ f has the largest amplitude); N f is the number of nodes on the feeder. To properly represent the distributed capacitive current, the number of the PI sections in Fig. 1 should be infinite, so the number of N f is infinite.
The relationship between the zero-sequence voltage and current along the feeder can be represented as
where Z c = √ (R 0 + jωL 0 )/jωC 0 is the wave impedance; γ = jωC 0 R 0 − ω 2 L 0 C 0 is the transmission coefficient; and l is the length of the feeder. As there is only one feeder in the non-effectively grounded system, no other electrical components supply zero-sequence current to the bus bar. As a result,İ 0 = 0. For the fundamental frequency impedance of the distribution feeder, the resistance is comparable to the reactance. However, the frequency range of the dominated transient components during the fault is typically more than 200Hz [31] , [32] , in which the zero-sequence resistance is small with respect to the reactance. Thus, when considering the phase-frequency characteristics, the input zero-sequence impedance seen at the fault point can be represented as
where ω is the angular frequency. The simplification is reasonable when the phase-frequency characteristics is investigated, as the resistance in the RLC circuit is related to the amplitude damping. It can be seen that the phase-frequency characteristics of Z oc when R 0 is considered and ignored are only slightly different when series resonance and parallel resonance occur as shown in Fig. 2, where
Therefore, the influence of R 0 can be ignored when considering the phase-frequency characteristics of Z oc . Consequently, Z oc is capacitive if
and is inductive if
where n = 0, 1, 2, . . . The impedance of the equivalent circuit shows capacitive characteristic in the frequency range of 0 < ω < ω k , and then exhibits inductive and capacitive characteristics alternately with the increase of frequency in the range of ω > ω k .
Based on the zero-sequence network of the neutral isolated system in Fig. 1 , the zero-sequence network of the resonant grounded system is shown in Fig. 3 . y p is the zero-sequence admittance of the Peterson coil, andU p is the zero-sequence voltage on the Peterson coil. The relationship between the voltage and current on the feeder can be represented as
Combine (1) and (6), the input zero-sequence impedance Z oc in the resonant grounded system is expressed as Based on (2) and (7), the phase-frequency characteristics of the zero-sequence impedance of the neutral isolated system and the resonant grounded system are obtained, as shown in Fig. 3 . For resonant grounded systems, the compensation range of the Peterson coil is [−10%, +10%], where "−" stands for under-compensation and "+" stands for over-compensation. Fig. 4 shows the phase-frequency characteristics of the zerosequence impedance in the neutral isolated system, resonant grounded systems with 10% over-compensation and 10% under-compensation, respectively.
In Fig. 4 , ω 0 is the fundamental frequency of the system, and C p is the compensation degree of the Peterson coil. Due to the influence of the Peterson coil, the phase-frequency characteristics of the Z oc and Z oc are slightly different around ω 0 and ω k . Z oc is inductive in the full frequency band, and the bandwidth of this band is related to the inductance of the Peterson coil. Since the degree of compensation in the actual system is limited, parallel resonance occurs at about 1.8 times ω 0 , as shown in Fig. 4 1 . The frequency at which the series resonance occurs for the first time is about ω k , as shown in Fig. 4 2 . As in the frequency that the equivalent circuit behaves inductive, the transient components will vanish quickly due to attenuation. So the transient signals in the frequency above ω k is trivial but the noise could be severe. Therefore, the frequency range of the SFB in neutral ineffectively grounded system is chosen as 2π f B < ω < ω k , where f B is the boundary frequency and chosen as 200 Hz [31] , [32] .
In the frequency range of the SFB, the zero-sequence voltage and zero-sequence fault current satisfy
where ang is the function that calculates the phase angle of the phasor. And in the frequency range of ω > 0, the voltages and the currents in the network except the fault point satisfy
whereU C 0i andİ C 0i represent the zero-sequence voltage and the zero-sequence capacitive current at node i. The node with the maximum phase shift of the zerosequence voltage is the one farthest from the fault point as shown in Fig. 1 , hence the following equations hold:
The phase shift of theU 0 (ω) with the increase of frequency is shown in Fig. 5(a) . In the frequency range of 0 < ω < ω s , the phase shift is 0. The boundary frequencies ω s and ω k are equal, and the variation trend with the increase of l is shown in Fig. 5 
Therefore, in the frequency range of the SFB, there is no phase shift between the zero-sequence voltages in the zerosequence network. Furthermore, the phase ofİ C 0i (ω) andİ f (ω) are equal within the SFB. Therefore, the amplitudes ofİ C 0i (ω) andİ f (ω) satisfy:
As a result, in the frequency range of the SFB, the amplitudes ofİ C 0i (ω) andİ f (ω) satisfy:
which means that the amplitudes of the fault current equals to the summation of the capacitive current within the SFB.
B. The SFB for a General MV Network
The topology of the zero-sequence network of a general MV distribution network with lateral branches and DGs is shown in Fig. 6 . In order to clarify the simplification process of the zero-sequence network, the equivalent circuit is presented as in Fig. 7(a) . The circuit comprises a series of the basic unit as in the dotted box, which can be equivalent to the network shown in Fig. 7(b) . The equation of the equivalent circuit unit is
where l i is the length of L i , u L 1 and i L 1 indicate the transient zero-sequence voltage and current at the beginning of the line
represent the transient zero-sequence voltage and current at the end of the line L 2 (L 3 ). Set
Equation (13) can be converted into
whereU
After four successive transformations as above, the topology of the zero-sequence network can be transformed to the equivalent network, as shown in Fig. 8 . u P indicates the transient zero-sequence voltage at the Peterson coil connection point; u L 6 (u L 7 ) and i L 6 (i L 7 ) are the transient zero-sequence voltage and current at the end of the line L 6 (L 7 ), respectively; and l i is the length of the i th line section.
Therefore, considering the phase-frequency characteristics of the network, a general distribution network can be regarded as 2n + 1 lines connected in parallel, n is the number of the T node with branches. As a result, the phase-frequency characteristics of the distribution network is the same as the characteristics of the equivalent network as shown in Fig. 8 . The frequency range of the SFB for neutral non-effectively grounded system is 2π f B < ω < ω k . ω k is determined by the longest line in the equivalent network, which can be calculated via (3).
III. THE SCHEME FOR LOCATING THE FAULTY LINE SECTION BASED ON D-PMUS
A. Fault Section Location Criterion Based on Transient Energy of the Zero-Sequence Current Within the SFB
Assume that there are N nodes in a distribution network and the D-PMUs are installed in the downstream of several nodes, the network is divided into M sections. When a single phase to ground fault occurs in the line section F, the relation of the zero-sequence current between faulty line section and healthy line sections within the frequency range of the SFB can be represented as
where i
downstream,j is the SFB component of the transient zero-sequence current difference between that flowing in and out the line section j; i (SFB) upstream,j and i (SFB) downstream,j are the SFB components of transient zero-sequence current, which can be monitored with the D-PMUs deployed at the upstream node and downstream nodes of the line section j.
Denote the transient energy in line section j as:
where TF is the duration of the fault transient process. Then, an index for faulty line section identification is defined as
According to (18) , when the fault occurs in the line section F, the relation of the SFB components between healthy line sections and faulty line section can be expressed as
Therefore, the following in-equation holds for the instantaneous data obtained with the D-PMUs
And in the transient process after the fault, it holds that
As a result, when a single phase to ground fault occurs in line section F, the correspondent FLSI is greater than 1.
But if the length of one line section is almost equal to the sum length of the rest line sections, FLSI may still be greater than 1 when the fault occurs at the substation bus bar. In order to avoid the misjudgment, an auxiliary criterion is added:
where sgn is a function for calculating numeric symbols.
According to (18) , when the fault occurs in the line section F, SGN is −1. Therefore, the necessary and sufficient conditions that indicate the fault occurs in the line section F can be expressed as follows
Otherwise, the fault occurs at the substation bus if SGN = 1.
B. The Implementation Procedures of the Proposed Scheme
The flow chart of the faulty line section location scheme is shown in Fig. 9 , which includes the following steps:
1) Determination of the SFB. Based on the topology of the zero-sequence network, the maximum length of the equivalent line L LONG is calculated, then ω k is estimated by
where L 0 and C 0 denote per-unit-length zero-sequence inductance and capacitance of the network. And the frequency range of the SFB can be determined as in the range of 200 Hz to ω k /2π . 2) Single phase to ground fault detection. The instantaneous value of zero-sequence voltage acquired by the D-PMUs is monitored, the fault is considered detected if it is greater than the threshold kU N , where U N is the rated voltage and k is in the range of 0.05∼0.10.
3) Transient energy calculation. The waveforms of the zerosequence currents during the fault are obtained by D-PMUs and uploaded to the distribution control center. Before being used for fault location, the data is preprocessed to eliminate the impact of outliers in the data. For each sampling point k, the instantaneous current difference i S,j (k) can be obtained as 
4) Faulty line section identification. The maximum of E SFB,j is calculated by
And the fault occurs in the line section m if it satisfies
For the distribution networks including several feeders, the proposed method can be used to determine the faulty feeder and the faulty line section simultaneously.
IV. CASE STUDY
A. Simulation Test
The IEEE 34 node distribution benchmark network is used to verify the proposed scheme, which is modeled and modified with PSCAD/EMTDC software. All loads are three-phase balanced constant power loads. There are five DGs in the network. Three photovoltaic power stations are connected to node 822, node 826 and node 848, of which the power supplies Fig. 10 . The sampling frequency is set as 10 kHz.
A single phase to ground fault is set to occur at k3, which is 22.57 km away from the bus bar. Table I shows the results of different situations with different initial angles (F θ ), grounding resistance (F R ), and SNR. The proposed scheme is tested using the fault scenarios listed in Table I . All the faulty line section location results are correct, which show the proposed method suitable for the faults in different initial angles and grounding resistances. Fault Case A, as in the bolded line in Table I , is taken as an example to illustrate the results in detail. Fig. 11 (a) and Fig. 11(b) are the original and polluted transient zero-sequence currents, respectively. The SFB components are extracted, which is shown in Fig. 11(c) . And the transient energy distribution of all line sections is shown in Fig. 11(d) , which give a good discrimination degree between healthy line sections and faulty line section. Table II shows the faulty line section detection results for different faulty line sections and faulty distance from the bus. The initial phase angle, fault resistance, fault phase and SNR is 0 • , 0 , phase A and 5dB, respectively. The bold line of Table II , named Case B that the fault occurs at the bus, is taken as an example to illustrate the results. The transient energy is shown in Fig. 12 , and there is no obvious difference between the transient energy of different line sections. The fault at the bus bar is also located correctly. It can be seen from Table II that the method can achieve faulty line section identification in various faulty distances, even for those at the bus bar, at the end of the line as well as the laterals connected to T nodes. The influence of DG is also taken into consideration. When a single phase to ground fault occurs at k3, the initial phase angle, fault resistance, fault phase and SNR is 0 • , 0 , phase A and 5dB. Table III shows the faulty line detection results for different allocation of DGs. The effect of different load type is evaluated, as shown in Table VI . When a single phase to ground fault occurs at k5, the initial phase angle, fault resistance, fault phase and SNR is 0 • , 0 , phase A and 5dB. The load conditions considered in Test Number 1 is that all loads are three-phase balanced constant power loads. In Test Number 2, the loads connected to node 836, node 838, node 840, and node 860 are removed. In Test Number 3, the load connected to the node 836 is changed to a two-phase constant power load, and the loads connected to the node 838, node 840 and node 860 are changed to one-phase constant power loads. In Test Number 4, the loads connected to the node 836 and node 840 are changed to three-phase balanced nonlinear power loads. According to the fault location results in Table VI , it can be seen that there is no influence on the FLSI and the fault location results for different load types.
When analyzing the robustness to measurement, the influence of noise and outliers have been taken into consideration. When SNR is −1dB, the fault location can still be accurately located as shown in Table I , which proves that the method has good noise immunity. The impact of the outliers also has been analyzed. When a single phase to ground fault occurs at k3, the initial phase angle, fault resistance, fault phase and SNR is 0 • , 0 , phase A and 5dB. The results are presented in Table VII . There is no bad data for Test Number 1. In Test Number 2, part of the data measured at node 806 is lost during transmission, and part of the data measured at node 828 has impulse noise in Test Number 3. In Test Number 4, part of the data measured at node 814 during transmission is lost, and part of the data measured at node 860 has impulse noise. Taking Test Number 4 in Table VII as Case C, the original waveform, the polluted waveform and the corrected waveform of the signals measured at node 814 and node 860 are as shown in Fig. 13(a) and Fig. 13(b) . The transient energy distribution of the system is as shown in Fig. 13(c) . Comparing the corrected waveform with the original waveform, it is seen that the outliers can be effectively corrected by using the robust local regression smoothing filtering method [33] . Using the corrected signals, the transient energy of each line section are calculated and the faulty line section can be accurately located. After the data preprocessing, the outliers will not affect the location results.
The robustness to parameter uncertainty is also discussed. According to the parameters given by the system, the frequency range of the SFB is calculated to be 200-770Hz, and the parameters of the system are changed but the SFB is not recalculated. When a single phase to ground fault occurs at k3, the initial phase angle, fault resistance, fault phase and SNR is 0 • , 0 , phase A and 5dB. There is no change in the parameters of the line in Test Number 1. In Test Number 2 and Test Number 3, the line resistance of the entire system was set to 80% and 120% of the original resistance. In Test Number 4 and Test Number 5, the line inductance of the entire system was set to 80% and 120% of the original inductance. In Test Number 6 and Test Number 7, the shunt capacitance of the entire system was set to 80% and 120% of the original capacitance. The results are presented in Table VIII . According to the location results in the Table VIII , it can be seen that there is no influence on the FLSI and the results when any parameter of the entire network line changes by 20%.
B. On Field Fault Experiments Test
We carried out on field test at a real 10kV distribution network in China, the structure of the network is shown in Fig. 14. The transformer is 0.4/10kV with Y-delta connection, and the neutral point of the grounding transformer has two working modes: ungrounded or via the Peterson coil. There are five feeders, including cable, overhead line and hybrid feeder. Arc suppression coil is WZXC-1000/10.5, the parameters are as follows: rated capacity 1000kvar, rated current 165A, rated frequency 50Hz. The parameters of the grounding transformer are as follows: rated capacity 1200/200kVA, rated voltage 10.5±2×2.5%/0.4kV, rated current 65.98/288.68A, neutral current 165 A, rated frequency 50Hz. The D-PMUs are deployed at the beginning of all the feeders and a D-PMU is installed at the junction of the overhead line and the cable in feeder 2. The sampling frequency of the D-PMUs is 200 points per cycle. In the test, the fault location procedure is triggered according to the zero-sequence voltage at the bus. Whether it is a bus bar fault or a line fault is firstly identified and then the faulty line section is located via (30) .
A various of single phase to ground fault experiments are implemented on feeder 2, including different neutral grounded mode, different grounding resistance and different compensation degree. Fault occurs at k1 on the overhead line of feeder 2 and k2 on the cable of feeder 2. k1 is 150 m away from the bus, and k2 is 600 m away from the bus. Some photos of the on-field fault experiments are shown in Fig. 15 . The faulty feeder selection and the faulty line section location are implemented separately. The results are presented in Table IX . Taking Case D, as in the bolded line in Table IX , as an example to illustrate the effectiveness of the proposed method in real system, Fig. 16 shows the related waveform for Case D. Fig. 16 (a) and Fig. 16(b) are the original transient zero-sequence currents and the SFB components, respectively. Transient energy of every line and every line section is shown in Fig. 16(c) . The transient energy of faulty line is larger than the transient energy of other lines, and the transient energy of faulty line section is larger than the transient energy of other line sections, so the faulty feeder and faulty line section can be identified based on the transient energy. The fault location results in Table IX are correct, which indicates that the proposed scheme can detect faulty line section effectively in radiation network including several feeders.
V. COMPARISON WITH OTHER METHODS
In order to present the reliability advantage of faulty line section identification method with strong noise background, we compared this method with three methods introduced in [12] , [16] and [34] , which have been verified in distribution network and are denoted as Method A, B and C, respectively.
Method A: It uses the amplitude and phase of the zerosequence admittance of the line section to identify the faulty line section, and the zero-sequence admittance is obtained by dividing zero-sequence current and zero-sequence voltage. The comparison of identification accuracy for Method A and the proposed method in different conditions is shown in Table X. In Table X (a), the fault conditions of SNR and initial phase angle are 20 dB and 0 • , respectively. In Table X (b), the fault scenarios of SNR, initial phase angle and grounding resistance are 20 dB, 0 • and 5 , respectively. In order to verify the noise immunity of the method, each group of the simulations was repeated 1000 times with random noises.
The results show that Method A and the proposed method both correctly detect the single phase-earth fault line section in the neutral isolated system. But Method A produces some misjudgments in resonant grounded system, especially when the fault is at the end of the line. The reason is that the steady state zero-sequence current is weak in resonant grounded system, the weak steady-state zero-sequence current is disturbed and the phase of the zero-sequence admittance has large errors. The bold part of Table X(b) is taken as an example, and 1 group phasors of zero-sequence admittance based on Method A are shown in Fig. 17 , which indicate that the noises lead to large errors in the phase of zero-sequence admittance. The proposed method is immune to strong noises.
Method B: It uses the corrected correlation coefficient (C cor ) of the transient zero-sequence currents to identify the faulty line section, of which the threshold is 0.5. However, Method B is not suitable for some scenarios. Using the benchmark network shown in Fig. 10 , more D-PMUs are deployed in the node 810, node 822, node 856, node 848 and node 840. The faulty conditions of SNR, initial phase angle and grounding resistance are 20 dB, 0 • and 5 .
As shown in Table XI , method B is completely ineffective because the zero-sequence current near the substation bus bar and the end of the line. Meanwhile, the proposed method can determine the faulty line section correctly. Compared with method B, the proposed method is suitable for more fault scenarios, and needs less measuring equipment.
Method C: The protection criterion established by using the slope relation matrix can be applied to detect the faulty feeder of single phase to ground faults. The threshold is set equal to −0.5. The location results for Method C in different conditions are shown in Table XII using the field data in Table IX. Because the data processing method of Method A is not mentioned in [16] , the results show that Method C can detect the faulty feeder if the grounding resistance is 0 but it doesn't work properly sometime, especially when the grounding resistance is bigger than 200 . The noise in the actual distribution grid is very strong, resulting in incorrect location results if the grounding resistance is large. The proposed method is more reliable in detecting the faulty feeder and identifying the faulty line section in the actual distribution network.
VI. CONCLUSION
This paper proposes an integrated technique based on the D-PMUs to identify the faulty line section for neutral noneffectively grounded MV networks. The paper investigates the determination of the SFB within which the transient energy of the monitored signal is far greater than the energy of the noise, the transient energy of faulty line section is proven to be greater than the energy of the healthy line sections. A method based on a combined criterion is proposed, and the implementation of the scheme is illustrated. Both the simulation and on-field fault experiment results show that the proposed method is not affected by strong background noise, fault locations, load types, grounding resistances, inception angles, locations and power supply of DGs. And the method is also robust to line parameters and outliers. Three methods are compared with the proposed method to prove that the proposed method is more accurate and applicable.
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